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LIGHTING WIRING METHODS

1. PROVIDE AN EQUIPMENT GROUNDING CONDUCTOR LIGHTING CIRCUIT.

THE USE OF THE RACEWAY FOR THE BOND GROUND PATH IS NOT

ACCEPTABLE FOR THIS PROJECT.

2. PROVIDE A DEDICATED NEUTRAL FOR EACH LIGHTING CIRCUIT.

3. TEMPERATURE CONTROL CONTRACTOR SHALL WIRE VAV BOXES TO

THE OCCUPANCY SENSOR SLAVE PACK.

4. SEE SHEET E1.1.3 FOR OCCUPANCY SENSOR WIRING DIAGRAMS.

5. MC CABLE IS AN ACCEPTABLE WIRING METHOD FOR LIGHT FIXTURES

INSTALLED IN ACCESSIBLE CEILINGS.

6. ELECTRICAL TRADES SHALL INCLUDE COSTS IN THEIR BID FOR

OCCUPANCY SENSOR SYSTEM, FUNCTIONAL TESTING, AND

COMMISSIONING.

7. FIRESTOP ALL CONDUITS PASSING THROUGH CORRIDOR WALLS.

LIGHTING KEYED NOTES

NEW EXIT LIGHT, TYPE INDICATED. WIRE TO THE LOCAL LIGHTING CIRCUIT

BUT CONNECT ANY LOCAL SWITCHING.

NEW OCCUPANCY SENSOR POWER PACK. MOUNT IN ACCESSIBLE SPACE.

SEE OCCUPANCY SENSOR WIRING DIAGRAM.

NEW SLAVE PACK FOR CONTROL OF THE VAV BOX THRU THE OCCUPANCY

SENSOR. SEE OCCUPANCY SENSOR WIRING DIAGRAM. MOUNT THE SLAVE

PACK IN THE ACCESSIBLE CEILING SPACE ADJACENT TO VAV BOX. SEE

MECHANICAL FOR THE EXACT LOCATION. ELECTRICAL TRADES SHALL

COMPLETE THE WIRING FROM SLAVE PACK TO THE OCCUPANCY SENSOR.

THE SLAVE PACK OUTPUT WIRING SHALL BE COMPLETED BY THE

TEMPERATURE CONTROL CONTRACTOR.

VESTIBULE, WAITING AND EXTERIOR CANOPY LIGHTING SHALL BE

CONTROLLED THRU THE NEW LIGHTING CONTROL PANEL. SEE LIGHTING

CONTROL PANEL, SCHEDULE RELAY ASSIGNMENTS AS SHOWN. LIGHTS ARE

SPECIFIED WITH BATTERY UNITS TO AUTOMATICALLY REMAIN ON DURING A

POWER OUTAGE.

NEW LIGHTING CONTROL PANEL. SEE SCHEDULE SHEET. THE INSTALLATION

INTENT IS TO MOUNT THE CONTROL PANEL ADJACENT TO PANEL RP-TN FOR

CONNECTION TO ASSIGNED CIRCUITS. FIELD CONFIRM WALL SPACE.

PANELBOARD RP-TN SHALL BE UTILIZED FOR THE NEW OFFICES AND

SECURED ENTRANCE. SEE PANELBOARD SCHEDULE.

INCLUDE GRAY AND PURPLE CONDUCTORS WITH THE LIGHTING CIRCUIT

FOR 0-10 VOLT DIMMING.

REPLACE EXISTING LOCAL SWITCHING WITH A KEYED SWITCH UTILIZE THE

EXISTING LIGHTING CIRCUIT. COMPLETE OCCUPANCY SENSOR AND WIRING.

SEE LIGHTING CONTROL SCHEME.

MANUAL OVERRIDE KEYED SWITCH. SEE LIGHTING CONTROL SCHEME.
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LIGHTING DEMOLITION NOTES

1. ELECTRICAL TRADES SHALL REMOVE EXISTING LIGHTING FROM THE

CLASSROOMS, TOILET ROOM, CANOPY AND VESTIBULE.  FIELD CONFIRM

THE QUANTITIES, FIXTURE TYPES AND CIRCUIT SOURCE, REMOVE THE

CIRCUIT(S) BACK TO THE SOURCE AND LABEL AS SPARE.

7

AE

AE

AE

AE

AE

7

AE

AE

AE

A

S

K

US

PP

2

8

CONNECT

TO EXISTING

LIGHTING CIRCUIT

8

9

TO LCP RELAY #1

(RP-TN-33)

TO LCP RELAY #2

(RP-TN-29)

TO LCP

RELAY #3

(RP-TN-31)

RP-TN-35

S

MD

7

RP-TN-27

RP-TN-27

S

MD

RP-TN-25

7

RP-TN-25

7

RP-TN-25

RP-TN-25

7

RP-TN-42

LIGHTING CONTROL SCHEME

EXTERIOR CANOPY

LIGHT FIXTURES, TYPE B AND TYPE BE, SHALL BE CONTROLLED FOR

SECURITY PURPOSES TO OPERATE FROM DUSK TO DAWN THROUGH

A LIGHTING RELAY PANEL.  TYPE BE EMERGENCY SHALL

AUTOMATICALLY REMAIN DURING A POWER OUTAGE.

SECURED VESTIBULE AND WAITING

LIGHT FIXTURES, TYPE A AND TYPE AE, SHALL BE CONTROLLED FOR

SECURITY PURPOSES TO BE CONTROLLED THROUGH A LIGHTING

RELAY PANEL, TO OPERATE DURING THE SCHOOL'S BUSINESS

HOURS.  LIGHTS SHALL DIM TO 50% WITHIN 20 MINUTES, WHEN THE

SPACE IS VACANT.  CONFIRM WITH OWNER FOR BUSINESS HOURS

AND SCHEDULE.  TYPE AE EMERGENCY LIGHTS SHALL

AUTOMATICALLY REMAIN ON DURING A POWER OUTAGE.

OFFICES AND HEALTH ROOM

LIGHTS SHALL BE CONTROLLED THROUGH A DUAL TECHNOLOGY 0-10

VOLT DIMMING WALL SWITCH OCCUPANCY SENSOR.  SWITCH CAN

TURN LIGHTS OFF AND ON BASED ON OCCUPANCY AND ALLOW THE

USER TO INCREASE OR DECREASE THE LIGHTING LEVEL.  ONCE THE

SPACE IS VACATED AND TIME DELAY ELAPSES, LIGHTS

AUTOMATICALLY TURN OFF.

TOILET ROOM AND OFFICE PASSAGES

LIGHTING SHALL BE AUTO-ON/AUTO-OFF BY A ULTRASONIC

OCCUPANCY SENSOR WITH A MANUAL OVERRIDE KEYED SWITCH.

2

7

2

GENERAL NOTES

1. SEE SHEET E1.1.3 FOR LIGHT FIXTURE SCHEDULE, OCCUPANCY

SENSOR SCHEDULE AND PANELBOARD SCHEDULE.

2. HALF TONE SHADED FIXTURES ARE THE EMERGENCY LIGHTS.
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